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This paper studies the influence of working fluids over the performance of heat driven
ejector refrigeration systems performance by using a lumped parameter model. The model
used has been selected after a comparison of different models with a set of experimental
data available in the literature. The effect of generator, evaporator and condenser tem-
perature over the entrainment ratio and the COP has been investigated for different
working fluids in the typical operating conditions of low grade energy sources. The results
show a growth in performance (the entrainment ratio and the COP) with a rise in the
generator and evaporator temperature and a decrease in the condenser temperature. The
working fluids have a great impact on the ejector performance and each refrigerant has its
own range of operating conditions. R134a is found to be suitable for low generator tem-
perature (70e100 C), whereas the hydrocarbons R600 is suitable for medium generator
temperatures (100e130 C) and R601 for high generator temperatures (130e180 C).
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CE computational effort [e]
COP coefficient of performance [e]
D diameter [m]
ER relative error [e]
GWP global warming potential [e]
_Lp pump power [W]
k heat capacity ratio [e]
_m mass flow rate [kg s1]
ODP ozone depletion potential [e]
p pressure [Pa]
_Q rate of heat [W]
T temperature [C]
u velocity [m s1]
X general quantity
Greek symbols
h isentropic efficiency [e]
f throat area ratio, f ¼ A2/At [e]
4, j loss coefficient [e]
u entrainment ratio [e]
Superscripts
0 isentropic condition
* critical mode operation of ejector
Subscripts
1 nozzle exit section











t nozzle throat section
y mixing section
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The global warming and the increasing need for the thermal
comfort have led to a rapidly increasing cooling energy and
electricity demand. Thermal energy refrigeration would allow
a significant reduction of these problems and ejector refrig-
eration systems seem a promising alternative because of its
structural simplicity, low capital cost, reliability, little main-
tenance, low initial and running cost and long lifespan (Vidal
and Colle, 2010). An ejector (Fig. 1) is able to provide a com-
bined effect of compression,mixing and entrainmentwith no-
moving parts and without limitations concerning working
fluids. For these reasons, ejector refrigeration systems can be
used in buildings, in distributed tri-generation systems and
for the waste heat recover from industrial processes (Ben
Mansour et al., 2014; Godefroy et al., 2007; Little and
Garimella, 2011). Nevertheless, the ejector refrigeration has
not been able to penetrate the market because of the low co-
efficient of performance (Sarkar, 2012): this is because the
efficiency of the whole system is highly influenced by ejector
performances, which significantly depends on the geometry,
working fluid and operating conditions (Kasperski and Gil,
2014; Selvaraju and Mani, 2006; Varga et al., 2009a; Yapıcı
et al., 2008). This paper deals with the screening of the work-
ing fluids, using a validated lumped parameter model, in the
range of operating conditions of low grade energy sources
(waste heat and solar energy sources). If compared with the
other papers concerningworking fluid for ejector refrigeration
systems (Chen et al., 2014b,c; Kasperski and Gil, 2014), the
present one provides a coupled evaluation of working fluids
and ejector models. This paper is divided in three parts. In the
first part, the role ofworking fluids over ejector performance is
outlined with a brief literature survey. In the second part, fivedifferent ejector models are evaluated and compared over a
large set of experimental data concerning different operating
conditions, working fluids and geometry. In the third part, on
the basis of the above mentioned analysis, the model of Chen
et al. (2014a) is selected and is used for studying the influence
of working fluids over ejector performance and indications
for ejector models and working fluids are provided in the
conclusions.2. Working fluids for ejector refrigeration
A suitable refrigerant for refrigeration system should yield
good performance in the selected operating ranges. Generally
speaking, the following requirements must be taken into
account (Abdulateef et al., 2009): the thermo-physical prop-
erties (latent heat of vaporization, critical temperature, the
viscosity, thermal conductivity, the molecular mass, ecc), the
environmental impact (zero ozone depletion potential “ODP”,
low global warming potential “GWP”) and the working fluid
should be chemically stable, non-toxic, non-explosive, non-
corrosive, cheap and available on the market (please notice
that in the follow we refer to the ASHRAE Standard 34, taking
into account recent updates of the designation and safety
classification of refrigerants that introduce the new flamma-
bility class 2L (ASHRAE, 2010)). Furthermore, when selecting
working fluids can be classified accordingly with the saturated
vapor line slope in the Tes diagram (Chen et al., 2014c): wet or
dry. When considering ejector refrigeration systems, a large
number of refrigerants have been used.
In early 1900s, the first working fluid employed in a jet
refrigerator was water: it has a high heat of vaporization, is
inexpensive and has minimal environmental impact.
Fig. 1 e Ejector layout.
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working fluids: the cooling temperature is limited above to
0 C, the system must be under vacuum condition and
obtainable COP is not high (less than 0.5) (Angelino and
Invernizzi, 2008). Since halocarbon refrigerants emerged
from 1930s, they have been extensively studied in ejector
refrigeration systems. These systems can provide cooling
temperature below 0 C and can exploit low-grade thermal
energy (i.e. as low as 60 C), producing an acceptable COP
(0.4e0.6) (Chen et al., 2013b).
In 1987, the Montreal Protocol was ratified and among the
banned products, there were several halocarbon compounds
widely used in refrigeration applications (i.e., chlorofluoro-
carbon (CFCs) and hydrochlorofluorocarbon (HCFCs)), thus
forcing researchers to turn to natural refrigerants and hy-
drocarbons. The HFCs do not deplete the ozone layer and have
many of the desirable properties of CFCs and HCFCs (del Valle
et al., 2014). They have significant benefits regarding safety,
stability and low toxicity, being appropriate for large-scale
applications (Sarbu, 2014). Even more promising for the
future are the HFOs. They can offer balance among perfor-
mance (COP ¼ 0.2e0.35), environmental impact, safety and
durability. However, they belong to A2L safety group and thus
they will require changes to equipment safety standards. In
additions to the new halocarbon compounds, also the HCs
with low environment impact are considered as promising
alternatives (Kasperski and Gil, 2014). Unfortunately, the HC
refrigerants are highly flammable, which limits the usage in
large capacity systems. These concerns can be relieved
designing safer plant or with additional research about new
mixture between HCs and HFCs.
New halocarbon compounds and HCs are ozone-friendly,
but they have significant GWP, therefore, possible alterna-
tives have been proposed, such as: ammonia, methanol and
carbon dioxide. Ammonia NH3 (R717) has been proposed as
refrigerant for its advantages (Sankarlal and Mani, 2007): low
cost, high performance (and thus low energy cost), more
favorable thermodynamic properties and it is environmental
friendly. Some applications, for NH3, are reported in the in-
dustrial field and small absorption refrigerators for domestic
use, however, some concerns exist considering its toxicity,
that may limit its use (Bolaji and Huan, 2013; Chen et al.,
2013b). Another interesting option is the Methanol, which
can be a valid solution in refrigeration systems because of toits thermo-physical properties, low environmental impact
and low cost; however, it is toxic and highly flammable (Alexis
and Katsanis, 2004). Carbon dioxide is also considered as a
promising working fluid, because is a non-flammable natural
substance with zero ODP and a lower GWP compared to other
substances (Lucas and Koehler, 2012).
In the recent years, the regulations are becoming stricter
in terms of the environment protection. The EU Regulation
517/2014 is going to phase out and limit the use of refrigerants
with high GWP value, like R134a, R404a and R410a. Therefore,
environmentally friendly halocarbons, hydrocarbons, natural
refrigerants (R717, R744) and HFC/HFO mixtures will be
increasingly employed (Mota-Babiloni et al., 2015).3. Lumped parameter models
3.1. Models employed
In lumped parameter models, the mass, momentum and en-
ergy conservation equations are used to evaluate ejector
performances. All these equations are coupled and some as-
sumptions are postulated in order to simplify the problem,
such as (i) steady state and (ii) one dimensional flow and
(iii) adiabatic system. In this study five mathematical models
from the literature to predict ejector performance have been
considered (Cardemil and Colle, 2012; J. Chen et al., 2014a; W.
Chen et al., 2013a; Kumar and Ooi, 2014; Zhu et al., 2007).
These models, with different mathematical formulations,
have been selected among the most recent models proposed
in the literature. The performance of these models has not
been evaluated yet. Moreover, the models considered in this
study can be seen as an advancement of the previous models
that have been widely used in the literature also as reference
and comparison for the recent ones. A literature review on the
previous lumped parameter models and their performance
can be found in the review of He et al. (2009). In Table 1 are
summarized the models main assumptions, the required
input parameters, the output results and the code used for
each model under studying. The original papers report the
calculation procedure and the simplifying assumptions
necessary to the resolution of the problem. The present work
has followed their solution methods.
Fig. 2 e Ejector component efficiencies sensitivity analysis.
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mented in the MATLAB® R2013a framework and the thermo-
dynamic properties of the working fluids have been evaluatedby using the thermophysical property library CoolProp (v 4.1.2)
(Bell et al., 2014). In the original papers are instead used the
NIST database (M1, M2, M3 and M4) or the EES software (M5).
Table 1 e Lumped parameter models: main hypotheses and boundary conditions.







M1 (Chen et al., 2014a) Isentropic expansion of the secondary flow from inlet to
nozzle exit;









M2 (Chen et al., 2013a) Primary flow does not mixing with the secondary flow
up to at yey section;
Ideal gas with k ¼ cost and Cp ¼ cost.
Tg, pg, Te, pe, pc
At, A1, A2
k, Cp
hp, hpy, hs, jm
u jm ¼ ðmpþmsÞummpupyþmsusy
M3 (Zhu et al., 2007) Parameters uniformly distributed in the radius r direction;
Secondary flow reaches chocking condition at cross
section yey;
Ideal gas with k ¼ cost.





M4 (Kumar and Ooi,
2014)
Secondary flow reaches chocking condition at cross
section yey;
Normal shock fixed at the end of the mixing chamber;
Ideal gas with k ¼ f(T).
Tg, pg, Te, pe
At, A1, A2




Primary flow does not mixing with the secondary flow
up to at yey section;
Mixing process start after the chocking of the secondary
flow;
Real gas effect.
Tg, pg, Te, pe, pc
At, A1, A2
hn, hm, hd, 4m
u, COP hm ¼ hp1hpyhp1hpy0
4m ¼ ðmpþmsÞummpupyþmsusy
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models are experimental data taken from the literature:
[i] Huang examined 11 different ejectors (f ¼ 6.44e10.64)
using R141b as working fluid, obtaining 39 sets of data
under various operating conditions (Tg ¼ 78e95 C,
Te ¼ 8e12 C and Tc ¼ 28e36 C). The various configura-
tionswere obtainedusing 2 nozzles (A1/At¼ 2.905e3.271)
and 8 different mixing chambers (D2 ¼ 6.7e9.2 mm)
(Huang et al., 1999);
[ii] Ablwaifa ran his experiment at different operating
conditions using R236fa (f ¼ 7.44, Tg ¼ 82e88 C,
Te ¼ 4e12 C and Tc ¼ 27e33 C) and R245fa (f ¼ 11.46,
Tg ¼ 100e120 C, Te ¼ 8e15 C and Tc ¼ 34e46 C) as
working fluid (Ablwaifa, 2006), obtaining 9 and 20 sets of
data, respectively.
Our results have been also compared with the original
model results. Huang have been widely used for validating
the model performance in the original references and we
have also used this benchmark in order to evaluate the
influence of the model implementation on the results (i.e.
tolerances, thermodynamic library, etc). The effectiveness of














where Xexp and Xmod are the measurement and the model
estimates, respectively.
In the last part of the paper the influence of the working
fluids over ejector and system performance has been evalu-
ated. For refrigeration application, the most important pa-
rameters employed to describe ejectors performance are theentrainment ratio u and the coefficient of performance COP of
the thermodynamic cycle. The entrainment ratio u is given by





The coefficient of performance COP is defined as the ratio
between evaporation heat energy _Qe (cooling effect) and the






The goal of this section is mainly to define an appropriate
model for evaluating the working fluid influence over the
ejector performance, dealt in the second part of the paper. For
this purpose, a general and accuratemodel should be selected.
Indeed, both these characteristics are fundamental to carry
out a reliable analysis:
 the evaluation of the wide-ranging characteristic of the
model is based on themathematical structure of themodel
and its dependency on the ejector geometry and operating
conditions;
 the evaluation of the accuracy of the models based,
instead, on the correct prediction of entrainment ratio,
measured by the relative errors (Eq. (1)).
For each analyzed model, the results published in the
original paper are compared to the ones obtained in the cur-
rent study. The assumption made about ejector efficiencies
Table 2 e Models comparison.
Model Benchmark Fluid Efficiencies [e] ER [%]
min, max, mean, variance
M1 Yapıcı et al., 2008 R123 hn ¼ 0.9, hm ¼ 0.85, hd ¼ 0.9 ER (f): n.a., 6.5, n.a., n.a.
ER (u): n.a.
Huang et al., 1999 R141b hn ¼ 0.95, hm ¼ G.D., hd ¼ G.D. ER (f): 0.12, 5.87, 1.67, 2.14
ER (u): 0.07, 29.03, 11.84, 80.97
Current study Huang et al., 1999 R141b hn ¼ 0.95, hm ¼ G.D., hd ¼ G.D. ER (f): 0.05, 5.54, 1.75, 2.25
ER (u): 1.25, 38.98, 17.53, 129.97
Ablwaifa, 2006 R236fa hn ¼ 0.95, hm ¼ 0.9, hd ¼ 0.85 ER (f): 2.59, 6.83, 4.9, 1.73
ER (u): 0.4, 28.67, 12.01, 110.26
Ablwaifa, 2006 R245fa hn ¼ 0.95, hm ¼ 0.9, hd ¼ 0.85 ER (f): 0.02, 1.81, 0.55, 0.28
ER (u): 0.36, 47.76, 17.39, 279.85
M2 Huang et al., 1999 R141b hp ¼ 0.95, hpy ¼ 0.88, hs ¼ 0.85, jm ¼ G.D. ER (u): 0.06, 14.2, 4.56, 12.66
Hemidi et al., 2009 Air hp ¼ 0.95, hpy ¼ 0.88, hs ¼ 0.85, jm ¼ 0.84 ER (u): n.a., 19.8, n.a., n.a.
(Chen et al., 2013a) R290 hp ¼ 0.98, hpy ¼ 0.95, hs ¼ 0.85, jm ¼ 0.84 ER (u): n.a., 20, n.a., n.a.
Current study Huang et al., 1999 R141b hp ¼ 0.95, hpy ¼ 0.88, hs ¼ 0.85, jm ¼ G.D. ER (u): 0.04, 23.9, 6.11, 28.88
Ablwaifa, 2006 R236fa hp ¼ 0.95, hpy ¼ 0.88, hs ¼ 0.85, jm ¼ 0.82 ER (u): 0.03, 8.42, 3.37, 5.37
Ablwaifa, 2006 R245fa hp ¼ 0.95, hpy ¼ 0.88, hs ¼ 0.85, jm ¼ 0.8 ER (u): 1.47, 16.81, 10.31, 14.44
M3 Huang et al., 1999 R141b jp ¼ 0.95, js ¼ 0.85 ER (u): 0.18, 10.78, 4.52, 9.65
Aphornratana et al., 2001 R11 jp ¼ 0.9, js ¼ 0.85 ER (u): n.a., 12.39, n.a., n.a.
Current study Huang et al., 1999 R141b jp ¼ 0.95, js ¼ 0.85 ER (u): 0.01, 10.7, 4.61, 9.62
Ablwaifa, 2006 R236fa jp ¼ 0.95, js ¼ 0.85 ER (u): 0.12, 16.08, 5.4, 40.98
Ablwaifa, 2006 R245fa jp ¼ 0.95, js ¼ 0.85 ER (u): 9.59, 22.31, 17, 11.33
M4 Huang et al., 1999 R141b hp ¼ 0.95, 4p ¼ 0.88, hs ¼ 0.85, hd ¼ 0.9 ER (u): n.a., n.a., 4, n.a.
ER (Tc): n.a., 11, 5, n.a.
Current study Huang et al., 1999 R141b hp ¼ 0.95, 4p ¼ 0.88, hs ¼ 0.85, hd ¼ 0.9 ER (u): 0.09, 27.49, 6.95, 39.7
ER (Tc): 7.39, 12.58, 10.18, 1.92
Ablwaifa, 2006 R236fa hp ¼ 0.95, 4p ¼ 0.88, hs ¼ 0.85, hd ¼ 0.9 ER (u): 2.96, 15.23, 8.64, 15.43
ER (Tc): 5.35, 6.89, 6.23, 0.25
Ablwaifa, 2006 R245fa hp ¼ 0.95, 4p ¼ 0.88, hs ¼ 0.85, hd ¼ 0.9 ER (u): 1.91, 18.65, 10.67, 16.73
ER (Tc): 10.42, 17.84, 13.83, 3.83
M5 Huang et al., 1999 R141b hn ¼ 0.95, hm ¼ 0.85, hd ¼ 0.95, 4m ¼ G.D. ER (u): 0.21, 8.88, 3.06, 4.87
Current study Huang et al., 1999 R141b hn ¼ 0.95, hm ¼ 0.95, hd ¼ 0.95, 4m ¼ G.D. ER (u): 0.32, 8.85, 3.17, 4.94
Ablwaifa, 2006 R236fa hn ¼ 0.95, hm ¼ 0.95, hd ¼ 0.95, 4m ¼ 0.92 ER (u): 0.52, 10.64, 6.87, 14.57
Ablwaifa, 2006 R245fa hn ¼ 0.95, hm ¼ 0.88, hd ¼ 0.85, 4m ¼ 0.9 ER (u): 7.78, 17.78, 13.66, 8.21
G.D. means geometry dependent accordingly with the formulation in the original reference of the model.
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rized in Table 2. The ejector efficiency values reported are the
same used by the authors of the models M1, M2, M3, M4 and
M5 when investigating the benchmark provided by Huang
et al. For the benchmarks provided by Ablwaifa, the efficiency
parameters that depend on geometrywere calculatedwith the
correlations reported in the original reference of the models.
The definitions of all the ejector efficiencies used are in
accordance with the original references and, although the
ejector efficiencies depend on the specific working fluid,
working conditions and geometrical configurations (Varga
et al., 2009b), they are assumed as constant in agreement
with the considered lumped parameter models and the liter-
ature of analytical studies (Huang et al., 1999; Kasperski and
Gil, 2014). However, as the mixing loss coefficient was found
to vary slightly with the ejector geometry, many works in
literature calculated it using a convenient relation as a func-
tion of the ejector area ratio. The ejector efficiencies used are
isentropic for primary nozzle, the suction chamber and the
diffuser. The formulations of the mixing efficiencies are re-
ported in Table 1. Some models, i.e. M1, M2 and M5, calculate
the mixing efficiency and loss coefficient from energy balance
considerations; the other ones, i.e. M3 and M4, instead,
implement them making use of some assumptions orcorrelations. In any case, they express the friction and mixing
losses, due to the interaction between the primary and sec-
ondary flows, occurring throughout the mixing chamber.
These losses can be a significant source of irreversibility and,
therefore, affect the ejector performance. A comparison of the
formulation of these efficiencies have been performed by
Varga et al. (2009b) and by Banasiak et al. (2014). In this study,
a sensitivity analysis over the ejector efficiency values is
presented in Section 3.2.2 and it shows that the loss co-
efficients have a great influence on the results if compared
with the other efficiencies.
Figs. 3e8 represent the results for the M1, M2, M3, M4 and
M5 model: each figure consists of three graphs (one for each
benchmark) that provide the parity plot between the results
of this study and the experimental data, with histograms of
the relative errors distribution. Fig. 3 represents the predic-
tion of the geometric parameter f (¼A2/At) for the model M1,
Figs. 4e8 represent the prediction of the entrainment ratio
for the M1, M2, M3, M4 and M5 model, respectably. In
particular, the histogram allows comparing directly the re-
sults achieved for the different working fluids. In the last part
of this section, a sensitivity analysis for studying the influ-
ence of the ejector component efficiencies has been
performed.
Fig. 3 e Comparison of calculated results to experimental data and distribution of the relative errors: model M1 e area ratio.
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The performances achieved by the models in this study are
compared with the original results and summarized in
Table 2. In particular, considering the calculation of the
entrainment ratio with the working fluid R141b using the
models M1, M2 and M4, the mean relative error committed
by our simulations (17.53%, 6.11% and 6.95%, respectively) is
slightly higher than that obtained by the original works
(11.84%, 4.56% and 4%, respectively). Instead, with the
models M3 and M5 the mean error is about 4.5% and 3%,
respectively, in both simulations. As already remarked, the
obtained numerical results are influenced by several factors,
like the thermodynamic library adopted (i.e. the thermody-
namics properties of the working fluid in models M1, M2
and M3) and the definition of the tolerances employed in the
computational procedure. Therefore, the errors obtained are
not necessary equal to those reported by the works taken as
reference.
The model M1 results in higher errors if compared to the
other implemented models, however this model is the only
one that has results not depending on the working fluid
considered (Fig. 4). The main reason of this behavior is that
this model does not require the ejector geometry as an input,but is evaluated as the result of the model iterative procedure.
Indeed, from Fig. 4 we may notice that the maximum error
frequency for model M1 is uniformly dispersed on the five
different classes. This is not true for the other models, i.e. for
R245fa the error has a peak of frequency of 50% in the third
and/or fourth classes. This considerationmay suggest that the
model M1 outputs do not depend on the working fluids itself.
Indeed, despite all testedmodels have differentmathematical
structures, themain difference between themodelM1 and the
others is that model M1 does not require the geometrical in-
formation as input. For this reason, wemay conclude that this
is the reason why model M1 results show a relative indepen-
dency on the working fluids.
The geometric parameter f (¼A2/At) is well predicted by the
model with all the considered benchmarks. Indeed, the mean
relative error with R141b, R236fa and R245fa is equal to 1.75%,
4.9% and 0.55%, respectively, and the maximum error is less
than 7% in all cases (Fig. 3). The model M2 is somewhat
penalized by some less satisfactory results obtained with
R141b; however, around the 85% of the relative errors are less
than 10% (Fig. 5). Themodel M3worsens its good performance
with the R245fa benchmark, for which the mean relative error
is equal to 17% and the maximum error exceeds the 22%
Fig. 4 e Comparison of calculated results to experimental data and distribution of the relative errors: model M1 e
entrainment ratio.
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capacity ratio, gets quite good results but the maximum error
with R141b is very high (equal to 27.5%). However, the 75% of
the relative errors are less than 10% and its performance im-
proves with R236fa (Fig. 7). Finally, the model M5 is able to
keep relative errors within 17.8% with all the experimental
data (Fig. 8). The best performances (in terms of prediction of
the entrainment ratio) are achieved with the models M2, M3
and M5, even if the model accuracy is sensible to the working
fluids. The comparison among the histograms of the models
highlights that themodels M3 andM5 get the best results with
the R141b benchmark, while R245fa provides the worst per-
formance with all the models, especially with M3 and M5. The
nature of the working fluid is therefore very important and
has a great influence on the performance prediction of the
lumped parameter models which are geometry depending.
A useful parameter for the comparison is the computa-
tional effort (CE) required by the numerical simulation. It is
calculated on the basis of the time spent for the calculation,
in relative terms, taking as reference the model M2. The
results concerning the computational effort require some
comments. First, the same operating conditions, corre-
sponding to the critical mode, have been chosen for all the
models. Thus, in these conditions, the model M2 (CE ¼ 1) isthe fastest to run, followed by the model M4 (CE ¼ 1.4)
although it requires an iterative cycle for each part of the
ejector. A little heavier from the computational point of view
are the model M3 (CE ¼ 3.8) and M5 (CE ¼ 9.6). The most
onerous model is M1 (CE ¼ 11.6), penalized by the fact that
requires a computational procedure with two iteration
processes.
We may conclude that all the models compared in this
section show a good prediction of the entrainment ratio. On
the other hand, the model M1 shows a wider range of appli-
cation because geometrical inputs are not required and an
optimized geometry is provided as an output. Therefore, in
the following of this study, it has been used for screening the
working fluids and to study the influence of the working fluid
over ejector performance. Once selected the working fluid,
the other models, such as the model M5 can be used for
evaluating the performance of a fixed geometry ejector in
future works.
3.2.2. Sensitivity analysis on ejector efficiencies
A sensitivity analysis has been performed to assess the vari-
ability of the predictions due to changes in the assumed pa-
rameters. Therefore, the isentropic efficiencies and the loss
coefficient have been varied of ±0.05 from the original value.
Fig. 5 e Comparison of calculated results to experimental data and distribution of the relative errors: model M2 e
entrainment ratio.
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percentage of the calculated entrainment ratio. In the model
M1, the isentropic efficiencies hn, hm and hd have an appre-
ciable effect on results (4.6 to 3.9%, 4.9 to 4.1% and 5.1 to
4.6%, respectively). Instead, the models M2, M3 and M4 have
less sensitivity to the efficiency parameters and the calculated
entrainment ratio always falls in the range 2.5 to 2.5%. The
study shows, moreover, that the model M5 has a high sensi-
tivity to the expansion coefficient j (8.8 to 10.1%) and a
moderate sensitivity to the nozzle efficiency hn (1.9 to 2.2%).
The efficiency of the mixing chamber hm, instead, has practi-
cally no effect on the prediction of the entrainment ratio (0.3
to 0.3%).4. Effect of the working fluid on the ejector
performance
In this section, the effect of the working fluid on the ejector
performance (u, the entrainment ratio) and ejector refrigera-
tion cycle (COP, the coefficient of performance) is studied. This
section is structured as follows, at first the ejectorrefrigeration cycle considered is detailed, at second the
simulation parameter and solution procedure is explained
and at last the analysis results are outlines.
4.1. Ejector refrigeration cycle
A subcritical cycle operating, using a low grade energy source,
has been considered for the analysis, due to the ability of the
selected models to describe only subcritical ejection cycles. In
fact, the analyzed models do not account for the significant
changes of the isentropic coefficients and thermophysical
properties that occur in the region close to the critical point. If
considering transcritical and supercritical ejection cycles, the
appropriate modifications of the gasdynamic relationships
will be required along with substantial modifications of the
discussed models. The range of operating conditions consid-
ered in the following of this paper and the cycle configuration
is the one typically employed for the case of solar energy
sources or water heat, such as detailed in previous papers
(Abdulateef et al., 2009; Chen et al., 2014b,c; Dorantes and
Lallemand, 1995; Kasperski and Gil, 2014). The system
considered is shown in Fig. 9 and consists of a generator,
Fig. 6 e Comparison of calculated results to experimental data and distribution of the relative errors: model M3 e
entrainment ratio.
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a throttle valve. The low-grade heat energy is delivered to
the generator for the working fluid vaporization. The high-
pressure vapor (the primary flow) flows out from the gener-
ator enters into ejector nozzle and draws low-pressure vapor
from the evaporator (the secondary flow). The two flows mix,
the pressure is raised in the ejector diffuser and the flow
reaches the condenser where it changes phases from vapor to
liquid rejecting heat. Once condensation takes place the flow
is divided in two parts, one heading to the generator and the
ejector and another to the evaporator.
4.2. Simulation parameters and solution procedure
Our analysis is conducted through the mathematical model
M1 and the effect of generator, evaporator and condenser
temperature over the entrainment ratio and the COP has been
investigated for different working fluids in the typical oper-
ating conditions of waste heat and solar energy sources. At
first, the influence of the generator pressure is analyzed and
the operating conditions assumed are: Te ¼ 10 C, Tc ¼ 40 C
and Tg ¼ 70e180 C (if available, based on the criticaltemperature of the fluid). At second, the effect of the other
operating conditions on the ERS performance has been eval-
uated. The generator temperature is assigned and equal to
Tg ¼ 90 C. This value was chosen so that it was feasible by all
the tested fluid. The ranges considered for the evaporator and
condenser temperature are Te ¼ 5e15 C and Tc ¼ 30e50 C.
The tested refrigerants are: propane (R290), butane (R600),
iso-butane (R600a), pentane (R601), iso-pentane (R601a),
R134a, R141b and R152a. The selection includes the most
commonly fluids used in the past and nowadays in subcritical
ejector systems (such as halocarbons R141b and R134a) and
the refrigerants that could replace them in the future due to
their low GWP value (such as R152a and hydrocarbons). Table
3 summarizes the properties of the working fluids analyzed.
Among the tested refrigerants, the pentane R601 has a rela-
tively high critical temperature (Tcr¼ 196.7 C), which provides
a wide operating temperature range above the ambient
temperature.
In the paper of Chen et al. (2014a) the calculation procedure
for the refrigeration cycle is reported and the presentwork has
followed their solution method and assumptions. According
with the assumptions of the model, the primary and
Fig. 7 e Comparison of calculated results to experimental data and distribution of the relative errors: model M4 e
entrainment ratio.
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analysis the efficiency coefficients are assumed as hn ¼ 0.95,
hm ¼ 0.85 and hd ¼ 0.9. These values are representative of the
most common efficiencies used and are in the range of vari-
ability reported in the literature (Besagni et al., 2014; Liu and
Groll, 2013; Varga et al., 2009b). Moreover, the review of Liu
(2014) presents a summary of the ejector efficiencies used in
lumped parameter models. A sensitivity analysis over the
ejector efficiency values has been performed and is presented
in Section 4.3.3.
4.3. Simulation results
4.3.1. Influence of generator temperature
The numerical results are reported in Fig. 10. It should be
noted that the effects described in this discussion refer to
optimum performance evaluation with a corresponding suit-
able ejector area ratio f (A2/At), which are different from a
fixed-geometry ejector working under different conditions. As
expected in these conditions, the entrainment ratio u and the
COP generally increase with a rise in Tg for all working fluids.
In fact, the pressure and enthalpy of the primary flow increase
with the Tg, and a higher Tg causes a better entrainment effectat a given Tc and Te. More secondary flow could therefore be
entrained into the ejector, resulting in a higher u. This is ob-
tained through an adjustment of the area ratio to provide
sufficient flow area for the flow. The trend of the area ratio as a
function of Tg is shown in Fig. 11 resulting coherent with the
literature (Chen et al., 2014c; Yen et al., 2013). Indeed, the area
ratio grows with Tg as a result of the increase of the entrain-
ment effect. However, the working fluid affects this trend and
the area ratio adjustment is different according to the nature
of the refrigerant and to the operating condition field in which
the ejector works. The average changes of the area ratio f are
reported in Table 4. They express the mean variation of f,
calculated from 1 C change in each temperature, in the
considered temperature range. The average increases of f are
in the range 9.37e38.58% depending on the working fluid: the
hydrocarbons R601 and R601a have the greatest average in-
crease of f (equal to 38.58% and 30.30%, respectively), probably
due to the higher values of Tg. The R290 has, instead, the
lowest average increase of f: 1 C increase in Tg improves f by
approximately 9.37%. In the same operating conditions range,
R141b has an average increase equal to about 19%. Therefore,
for a variable-geometry ejector, the ejector area ratio grows
Fig. 8 e Comparison of calculated results to experimental data and distribution of the relative errors: model M5 e
entrainment ratio.
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involves the rise of u and COP.
The COP trend with which varies as a function of Tg is
generally similar to that of u, because COP and u are directly







Fig. 9 e Ejector refrigeration system.However, the reader should consider that the relation be-
tween COP and u is also dependent on fluid. Indeed, for a given
entrainment ratio, the COP still depends on enthalpies of the
employed refrigerant. For a fixed-geometry ejector, instead,
each ejector with a specific area ratio f has its own optimum
Tg, at where the maximum COP could be obtained (Selvaraju
and Mani, 2006). It is possible to observe that the calculated
COP from themodel increase nearly linearlywith increasing of
Tg, as reported in literature (Yapıcı et al., 2008). The average
changes in performance are reported in Table 4.
The dry fluids generally perform better with higher values
of u than the wet fluids. In addition, R600 and R600a have
wider ranges of Tg thanks to their higher critical temperatures
compared to the rest candidates. However, the analysis shows
that the halocarbon refrigerant R134a is the best choice for
ERS that work at low generator temperature (Tg ¼ 70e100 C),
both in terms of entrainment ratio (u ¼ 0.16e0.35) and coef-
ficient of performance (COP ¼ 0.13e0.27). With regard to the
COP, the more environmentally friendly refrigerant R152a can
be a good solution for medium temperatures (Tg ¼ 90e100 C).
Moreover, R152a has a greater average increase of COP than
R134a: 1 C change of Tg grows the COP by around 0.61%, as
Table 3 e Environmental, safety and thermophysical properties of the working fluid considered.
Refrigerant R134a R141b R152a R290 R600 R600a R601 R601a
GWP (100 yr) 1370 717 133 20 20 20 20 20
ODP 0 0.12 0 0 0 0 0 0
Safety group A1 A2 A2 A3 A3 A3 A3 A3
Wet/dry Wet Dry Wet Wet Dry Dry Dry Dry
Molecular mass 102.0 116.9 66.1 44.1 58.1 58.1 72.15 72.15
Boiling point [C] 26.1 32.1 24.0 42.1 0.5 11.8 36.1 27.8
Latent heat at 10 C [kJ kg1] 190.9 233.1 295.8 360.3 376.1 344.6 377.6 356.5
Critical temperature [C] 101.1 204.4 113.3 96.7 152.0 134.7 196.6 187.2
Critical pressure [kPa] 4059 4212 4520 4247 3796 3629 3370 3378
Fig. 10 e Entrainment ratio and COP as function of the generator temperature (Te ¼ 10 C, Tc ¼ 40 C).
Fig. 11 e Area ratio as function of the generator temperature (Te ¼ 10 C, Tc ¼ 40 C) e a) in the entire range of generator
temperature; b) in a restricted range of generator temperature.
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labeled in A1 and A2 safety groups (Table 3), respectively, they
are risk-free from the toxicity and flammability point of view.However, due to the EU Regulation 517/2014, R134a must be
replaced because of their high GWP values.
The halocarbon compounds tested have a limited range of
operating conditions due to the low critical temperature.
Table 4 e Average changes in performance and area ratio in function of the generator, evaporator and condenser
temperatures calculated from 1 C change in each temperature.
Refrigerant R134a R141b R152a R290 R600 R600a R601 R601a
Tg Du [%] 0.682 0.433 0.679 0.381 0.727 0.730 0.149 0.159
DCOP [%] 0.489 0.437 0.614 0.372 0.469 0.492 0.392 0.409
Df [%] 13.07 18.95 10.49 9.37 15.30 12.38 38.58 30.30
Te Du [%] 1.512 0.660 1.104 0.396 1.214 0.993 1.492 1.512
DCOP [%] 1.273 0.629 1.050 0.397 0.991 0.819 1.167 1.176
Df [%] 3.73 2.09 2.81 1.16 4.22 3.24 3.98 3.70
Tc Du [%] 1.764 1.413 1.762 1.759 2.042 1.833 2.074 2.045
DCOP [%] 1.392 1.223 1.570 1.606 1.514 1.360 1.492 1.459
Df [%] 24.25 16.94 18.84 16.56 22.46 19.39 26.70 23.97
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perature, the hydrocarbons represent a valid alternative. In
particular, R600a can replace R134a in European refrigerators
with slight modifications of refrigeration and air conditioning
systems (Mota-Babiloni et al., 2015). The graphs show that
each hydrocarbon has its own operating range related to the
molecular mass of the compound, as pointed out in Kasperski
and Gil (2014) too. In fact, the generator temperature range
increase with the hydrocarbon molar mass, from the propane
(R290) to the pentane (R601). In particular, the working fluid
R290, able to workwith Tg¼ 70e95 C, loses the competition in
terms of performance with the halocarbon compounds, but
the heavier hydrocarbons achieve better performance at high
generator temperature (Tg ¼ 100e180 C). For the R290 and theTable 5 e Entrainment ratio, COP and area ratio ranges as funct
considered and comparison between the current study and (Ch
a) Generator temperature Tg b)
u [e] COP [e] f [e] u
R134a (Chen et al., 2014c) Tg ¼ 80e103 C Te ¼
0.21e0.41 0.18e0.34 3.87e6.80 0.21
Current study Tg ¼ 72e100 C Te ¼
0.16e0.35 0.13e0.27 3.14e6.89 0.24
R141b Current study Tg ¼ 70e100 C Te ¼
0.08e0.21 0.07e0.20 2.91e7.69 0.14
R152a (Chen et al., 2014c) Tg ¼ 90e113 C Te ¼
0.26e0.47 0.22e0.39 3.97e6.88 0.17
Current study Tg ¼ 70e95 C Te ¼
0.08e0.25 0.07e0.22 2.65e5.29 0.22
R290 (Chen et al., 2014c) Tg ¼ 80e104 C Te ¼
0.14e0.31 0.14e0.31 3.30e5.65 0.18
Current study Tg ¼ 67e92 C Te ¼
0.09e0.18 0.08e0.17 2.27e4.60 0.10
R600 (Chen et al., 2014c) Tg ¼ 75e130 C Te ¼
0.30e0.78 0.24e0.53 4.29e16.7 0.30
Current study Tg ¼ 72e122 C Te ¼
0.13e0.49 0.10e0.33 2.95e10.7 0.23
R600a (Chen et al., 2014c) Tg ¼ 75e130 C Te ¼
0.26e0.68 0.21e0.50 3.88e14.6 0.29
Current study Tg ¼ 72e111 C Te ¼
0.10e0.39 0.08e0.27 2.76e7.61 0.21
R601 Current study Tg ¼ 120e175 C Te ¼
0.47e0.70 0.31e0.39 11.2e32.6 0.23
R601a Current study Tg ¼ 116e164 C Te ¼
0.45e0.65 0.29e0.36 9.41e24.0 0.25
Operating conditions of Chen et al. (2014c): a) Te ¼ 10 C, Tc ¼ 35 C; b) T
Ejector efficiencies: hn ¼ hm ¼ hd ¼ 0.9.R141b, a maximum value of u is observed. In these operating
conditions, the best working fluids are R600 at medium tem-
peratures (Tg ¼ 100e130 C) with COP ¼ 0.23e0.34 and R601 at
high generator temperatures (Tg ¼ 130e180 C) with
COP ¼ 0.30e0.39. Therefore, R600 and R601 are promising
candidates for the ejector refrigeration system. One Celsius
degree increase in Tg improves u and COP of R600 by approx-
imately 0.73% and 0.47%, respectively. For R601 u and COP
improvements are around 0.15% and 0.39%, respectively.
However, they are classified in A3 safety group and thus
their flammability is to be taken into account in ejector
applications.
The entrainment ratio, COP and area ratio ranges for all the
working fluids considered are summarized in Table 5. It alsoion of operating conditions according to the working fluids
en et al., 2014c).
Evaporator temperature Te c) Condenser temperature Tc
[e] COP [e] f [e] u [e] COP [e] f [e]
0e16 C Tc ¼ 27e43 C
e0.50 0.12e0.41 5.18e6.12 0.15e0.71 0.12e0.61 4.01e8.66
8e15 C Tc ¼ 30e47.5 C
e0.35 0.19e0.27 5.20e5.46 0.11e0.42 0.08e0.33 3.71e7.95
5e15 C Tc ¼ 30e50 C
e0.21 0.12e0.18 4.23e4.44 0.04e0.32 0.03e0.28 2.98e6.37
0e16 C Tc ¼ 27e43 C
e0.43 0.10e0.35 4.05e4.75 0.11e0.67 0.10e0.57 3.13e6.80
5e15 C Tc ¼ 30e50 C
e0.33 0.19e0.29 4.50e4.78 0.08e0.43 0.07e0.39 3.14e6.91
0e16 C Tc ¼ 27e43 C
e0.44 0.10e0.36 4.34e5.02 0.11e0.68 0.10e0.58 3.42e6.97
5e15 C Tc ¼ 30e42.5 C
e0.14 0.09e0.13 3.79e3.90 0.08e0.30 0.08e0.28 3.53e5.60
0e16 C Tc ¼ 27e43 C
e0.71 0.18e0.53 6.56e8.26 0.27e0.93 0.20e0.70 5.21e11.7
5e15 C Tc ¼ 30e47.5 C
e0.35 0.16e0.26 4.79e5.21 0.11e0.46 0.07e0.34 3.55e7.48
0e16 C Tc ¼ 27e43 C
e0.66 0.17e0.49 6.07e7.41 0.25e0.88 0.18e0.66 4.79e10.4
5e15 C Tc ¼ 30e47.5 C
e0.31 0.15e0.23 4.47e4.79 0.10e0.42 0.07e0.31 3.40e6.79
7e15 C Tc ¼ 30e45 C
e0.35 0.16e0.26 5.28e5.60 0.15e0.46 0.10e0.32 4.17e8.18
7e15 C Tc ¼ 30e45 C
e0.38 0.17e0.27 4.95e5.24 0.17e0.47 0.11e0.33 3.95e7.55
g ¼ 95 C, Tc ¼ 35 C; c) Tg ¼ 95 C, Te ¼ 10 C.
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refrigerants examined. Even if the two works have not
considered the same operating conditions and ejector effi-
ciencies, the numerical results are qualitatively very similar.
However, the values obtained by Chen et al. (2014c) are slightly
higher mainly because of the lower condenser temperature
and the higher generator temperature assumed, as well as a
greater value of the mixing efficiency.
In this range of generator temperature, the heat source for
the vapor production could be provided by waste heat and
solar energy. Considering a solar drive, several types of
collectors can be employed according to the generator tem-
perature. The flat-plate solar collectors are suitable up to
temperature less than 100 C. For the medium temperature
range 100e150 C, the employment of the evacuated tube
solar collectors is recommended. The high temperature,
greater than 150 C, requires concentrating solar collectors,
such as parabolic-trough. According to the considered tem-
perature demand, the ejector systems can be mainly used in
air conditioning applications (motor vehicle, office, building),Fig. 12 e Entrainment ratio and COP as function of the evapora
temperature (Tg ¼ 90 C, Te ¼ 10 C).but also in domestic, commercial and industrial (chemical,
pharmaceutical,…) fields for refrigeration purpose (Sarbu
and Sebarchievici, 2013). However, the operating conditions
and the working fluid selection for a specific application is
affected by several factors, such as the economic feasibility
(in order to justify the temperature level), the heat source
availability, the environment (that influence the condition to
which release heat) and the evaporator conditions (that
determine the cooling effect and thus the potential
application).
4.3.2. Influence of evaporator and condenser temperature
The results are shown in Fig. 12 and summarized in Table 5.
According to the results, an increase in Te leads to a rise in
the entrainment ratio u and COP. However, the condenser
temperature has more influence than the evaporator tem-
peratures on the ejector performance. In fact, the average
increases of u and COP are 1.41e2.05% and 1.22e1.61% (in
absolute value), while for Te change are equal to 0.40e1.51%
and 0.40e1.27%, respectively. For a fixed-geometry ejector, ittor temperature (Tg ¼ 90 C, Tc ¼ 40 C) and condenser
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*: the
entrainment ratio is independent of the condenser tempera-
ture Tc when pc is lower than the critical value; a slightly
further increase of pc beyond pc
* will cause u to drop sharply
(Huang et al., 1999). With a variable-geometry ejector, instead,
an increase in Tc leads to a gradual decrease in u and COP. This
is because less secondary flow can be entrained into the
ejector if the backpressure increases. Another reasonmight be
that an increase in the pc will force the shock to pass through
the mixing section and move towards the nozzle exit, which
limits the entrainment effect (Sun, 1996).
As a result, a high Te and a low Tcwill always be good for the
ejector operation and the whole system performance. How-
ever, the evaporator and the condenser temperature should
be chosen according to the desirable and feasible cooling ef-
fect and on the basis of the environmental conditions,
respectively. The generator temperature has a lower effect on
the average changes of u (0.15e0.73%) and COP (0.37e0.49%),
but generally it is possible to exploit a wider range of tem-
perature variation compared with the evaporator and
condenser temperature. In these operating conditions, the
R601a achieves themaximum entrainment ratio, varying both
the evaporator temperature (u¼ 0.25e0.37) and the condenser
temperature (u ¼ 0.17e0.47). In both cases, the maximum COP
is instead obtained by R152a (COP ¼ 0.19e0.30 and
COP ¼ 0.07e0.39, respectively).
Fig. 13 shows the area ratio as a function of Te and Tc. As
with u and COP, the evaporator temperature less affects the
area ratio values then the condenser temperature: 1 C in-
crease in Te and Tc adjusts f by 1.16e4.22% and 16.56e26.70%
(in absolute value), respectively. The average changes of f for
each working fluid are summarized in Table 4.
4.3.3. Sensitivity analysis
The sensitivity analysis has been performed in order to
determine the influence of the isentropic efficiency co-
efficients (hn, hm and hd) on the numerical results. For this
evaluation, the ejector component efficiencies values have
been varied of ±0.025 from the original values. The studyFig. 13 e Area ratio as function of the evaporator temperature (Tg
Te ¼ 10 C).shows that the model has a quite high sensitivity to the
isentropic efficiencies, especially to the diffuser efficiency hd,
both for u and COP. In fact, varying the isentropic coefficient
by only ±2.5 percentage points, the predicted value of the
entrainment ratio undergoes a variation in the range of 4.90
to 4.29% while those of the COP is equal to 3.78 to 3.31%. The
efficiency of the mixing chamber hm and of the nozzle hn have
a slightly lower effect on the prediction of the entrainment
ratio (3.72 to 3.62% and 3.47 to 3.12%, respectively) and of
the COP (2.83 to 2.77% and 2.72 to 2.49%, respectively).5. Conclusions
This paper studies the effect of generator, evaporator and
condenser temperature over the ejector performance for
different working fluids by using lumped parameter models.
The working fluid studies and the range of operating condi-
tions are typical of waste heat and solar energy sources.
In the first part, five thermodynamic models have been
selected, implemented and validated with several bench-
marks from the literature. The experimental data have been
selected from different studies for considering different
working conditions, working fluid and geometries. With the
tested models, quite good results have been achieved: the
mean values of the relative errors of the models are about
between 3% and 17%.
In the second part, the model M1 is selected in order to
carry out a numerical analysis, testing several working fluids
(both dry and wet) at different operating conditions. This
model has been selected because its results are quite inde-
pendent on the working fluid and it does not require
geometrical parameters in input. It was found that, regardless
of the working fluid, the entrainment ratio and the COP in-
crease with increasing of generator temperature and evapo-
rator temperature, while an increasing condenser
temperature leads a decrease in the ejector performance. For
this occurrence, the ejector area ratio needs to be adjusted to
maintain optimum performance of an ERS under different¼ 90 C, Tc¼ 40 C) and condenser temperature (Tg¼ 90 C,
i n t e r n a t i o n a l j o u r n a l o f r e f r i g e r a t i o n 5 8 ( 2 0 1 5 ) 1 5 4e1 7 1170working conditions and the degree of adaptation depends on
refrigerant. The variable-geometry ejectors can play an
important role in achieving optimum performance and widen
the operating conditions. Indeed, a variable-geometry ejector
seems a very promising solution to ensure that the ERS
operates at its optimum conditions. For each fluid is then
found an application field according to the performance
reached in specific ranges of operating conditions. The hy-
drocarbon compounds R600 and R601 are good solutions for
the ERS that operated at high generator temperature
(Tg ¼ 100e150 C), reaching COP ¼ 0.3e0.4. While, for Tg less
than 100 C, the halocarbon compounds R134a and R152a
achieved the best performance (COP ¼ 0.15e0.25). Finally, it
was observed that the ejector efficiencies are crucial param-
eters in the LPM model. Indeed, the sensitivity analysis has
shown that the model has high sensitivity to the efficiencies,
leading remarkable variations for the entrainment ratio and
COP. The loss coefficients are supposed constant but it is
known from literature that they depend upon the working
fluid, the operating conditions, the geometry and the local
phenomena. Thus, the performance prediction of the LPM can
be improved using variable efficiencies as suggested by He
et al. (2009). The variable ejector efficiencies can be obtained
by using a Computational Fluid Dynamic approach (Besagni
et al., 2014), an experimental investigation (Liu and Groll,
2013) or data from the literature (Chen et al., 2014b). Future
studies should take into account and evaluate the role of
variable efficiencieswhile evaluating the role ofworking fluids
over ejector performance.
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